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O . NO.| DATE | BY |REVISION
A F I, - 1 [12/10/10 | GB |REVISE GATE DETAILS
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POWER COOPERATIVE
A Touchstone Energy® Cooperative g_‘

s/ |G MONTANA-DAKOTA

UTILITIES CO.

A Division of MDU Resources Group, Inc.

s s ¢ _emase | GAS PIPELINE PLANT SITE PLAN
DEER CREEK STATION
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